


Installation in Online Mode - Using Bluetooth
Power on the device, then follow these steps to gain 
control via the Salus Premium Lite app. 

This product must be used with the 
SALUS Premium Lite application on 
mobile or web by accessing the 
following link: 
eu.premium.salusconnect.io 

2. Standby mode

Press  button to 
enter the main menu.

Wait few moments to �nish 
factory reset procedure.

Go to the Admin 
Settings.

Choose „Factory Reset” 
option.

Select YES and con�rm 
choice by pressing button.
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There are 3 possible schedule options. Use or  buttons to select schedule 
variant and con�rm by  button

Separate schedule for 
WORKING DAYS and separate 

schedule for WEEKENDS

One schedule for 
WHOLE WEEK

Seven separate schedules 
for SINGLE DAYS 

3.3.1 3.3.2 3.3.3

STANDBY mode is a special setpoint temperature which can be activated/deactivated in any time. It can 
work like a frost protection or overheating protection when needed. When standby mode is activated, the 
clock continues running (although it is not displayed), and the temperature sampling also continues. To 
enter STANDBY mode hold the button for 3 seconds on your thermostat. You can always  turn 
o� STANDBY mode by holding the button for 3 seconds again. 

3 sec.

2.1

3 sec.
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2.3

IT700 thermostat can work in heating or cooling mode. To set thermostat operating mode please follow steps 
below:

To RESET IT700 thermostat to it’s factory default settings please follow steps below:

Heat / Cool Selection

Advanced menu - RF signal

Factory Reset
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Press button to 
enter the main menu.

3.1

Enter into the schedule 
settings.

3.2

3. Schedule mode

4

Select heat or cool mode by or 
buttons. Con�rm by button.

Press button to 
enter the main menu.

1

Go to the user settings.

2

Choose heat/cool option.

3

Press button to 
enter the main menu.

1

Select Admin Settings by or 
buttons. Con�rm by 

button.

2

Navigate using the or 
buttons until you �nd RF 

Range.

Select Device Information by  
or buttons. Con�rm by 

button.
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Schedule programming example for the WHOLE WEEK variant:

Use or   buttons 
to set  time. Con�rm by  
button.

Use or   buttons 
to set  temperature setpoint. 
Con�rm by             button.

3.4 3.5
Thermostat will move to the 

next program (next time 
period). If you made a mistake, 
you can go back to the previous 
step using     button (changes 
will not be saved). Repeat steps 
4 and 5 for the next time periods 
in the schedule. No time –:– on 
the display means given 
program is skipped. There are 6 
programs/time perdiods in the 
schedule. Hold        button for 3 
seconds to save and exit 
schedule editing.

3.6

7 days (Monday to Sunday)
Program Time Temperature

1 6:00 21 °C
2 23:00 19 °C

After setting the schedule thermostat is working in schedule mode. You can see calendar icon on the 
display:

Home screen during Schedule mode

3.7

Connect your thermostat to the SALUS APP

System Reset 
(on back housing)


